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CONDUIT DETECTION WIRE

TYPICAL INSTALLATION OF
CONDUIT, NONMETAL, TYPE 2 OR TYPE 3

NOT TO SCALE

FOR FIBER DROPS ONLY, NOT REQUIRED IN TRENCHES WITH
POWER SERVICE ONLY.

TYPICAL DIRECTIONAL BORE SECTION

NOT TO SCALE

PULL BOX, PB-5

CONDUIT, NONMETL, TP 2, 2IN

CONDUIT NONMETL, TP 3, 2IN
OSP FO CABLE, DROP
(TO TRUNK CABLE LOCATION)

20" MINIMUM

CONDUIT, NONMETL TP 2,2 IN
OSP FO CABLE
(TO DEVICE LOCATION)

—

OSP FO CABLE, DROP
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MAINTENANCE COIL
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OF THE GEORGIA SPECIFICATION

(UNLESS SHOWN OTHERWISE ON THE PLANS)

CONDUIT, NONMETAL, TYPE 2 OR TYPE 3, INSTALLATION INTO PULLBOX
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